
 

 

October 23, 2019 
Project No. 101125002 

Ms. Angela Noah 
Bridge Point Rancho Cucamonga, LLC 
1600 East Franklin Avenue, Suite D 
El Segundo, California 90245 

Subject: Asbestos Sampling Report 
12322 & 12434 East 4th Street 
Rancho Cucamonga, California 

Dear Ms. Noah: 

Ardent Environmental Group, Inc. (Ardent) performed a comprehensive survey of suspect 

asbestos-containing materials of the warehouse and retail buildings located at 12322 and 12434 

East 4th Street, Rancho Cucamonga, California (Site). The Site buildings consist of a large 

1,350,000 square foot warehouse and distribution building and a Big Lots retail building (Figure 

1). 

OBJECTIVE 

The objective of this asbestos survey was to assess the presence and quantity of asbestos in 

suspect asbestos-containing materials within the Site buildings. 

SCOPE OF SERVICES 

The scope of services performed by Ardent consisted of the following: 

 Conducted a comprehensive survey of the site buildings to identify suspect asbestos-
containing materials. Table 1 summarizes the homogeneous areas of suspect materials 
identified during the survey. 

 Collected 346 bulk samples of suspect materials. The samples were collected by a 
California Certified Asbestos Consultant in accordance with U.S. Environmental Protection 
Agency (EPA) and California Department of Health Services guidelines. 

 Analyzed the samples for bulk asbestos content by polarized light microscopy (PLM) in 
accordance with EPA method 600/R-93/116 by a National Voluntary Lab Accreditation 
Program (NVLAP) accredited laboratory. 

 Prepared this Asbestos Sampling Report. 
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ASBESTOS SAMPLING 

The asbestos survey was performed on September 9, 10, and 24, 2019, by Jonathan Anderson, 

an Asbestos Hazard Emergency Reduction Act (AHERA) Certified Asbestos Building Inspector, 

and Craig Metheny, a Certified Asbestos Consultant. The asbestos survey was performed in 

general accordance with the standard procedures recommended by the EPA and the 

requirements of the State of California Division of Occupational Safety and Health (DOSH). The 

sampling strategy involved the collection of a representative number of samples of various 

suspect building materials in the Site buildings.  

Bulk samples were collected and handled using the following general procedures: 

1. The location, type, quantity, and condition of suspect materials was identified and tabulated. 

2. The suspect materials were divided into homogeneous areas. A homogeneous area is 
defined as being uniform in texture, color, and date of application. 

3. A sampling scheme including the number and locations of samples was developed based on 
the location and quantity of the identified homogeneous areas. 

4. Bulk samples were collected by trained and certified personnel using an appropriate 
sampling tool, wet methods, and a leak-tight container. Each sample was recorded on a 
sampling log. 

5. Sampling tools were decontaminated with water and paper towels between sampling 
locations. 

6. A chain-of-custody record was maintained for the samples from collection to delivery to the 
laboratory. 

A total of 346 bulk samples were collected of suspect materials. The identified homogeneous 

areas of suspect materials are summarized in Table 1. The sample locations are shown in Figures 

2 through 19. 

DEFINITIONS 

The terms asbestos-containing material (ACM) and asbestos-containing construction material 

(ACCM) used in this report are defined below: 

 ACM – Asbestos-Containing Material. Defined by the U.S. Department of Labor as any 
material containing greater than 1 percent asbestos. 

 ACCM – Asbestos-Containing Construction Material. Defined by the California DOSH as any 
manufactured construction material which contains more than 1/10th of 1 percent (0.1 
percent) asbestos. In practice, because regulations for ACM cover all materials with greater 
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than 1 percent asbestos, ACCM generally refers to all materials with greater than 0.1 
percent asbestos but less than or equal to 1 percent asbestos. 

ANALYTICAL METHOD AND RESULTS 

The bulk samples were submitted to ATEL, LLC. an NVLAP accredited laboratory, for analysis of 

asbestos content. The samples were analyzed by PLM in accordance with EPA method 600/R-

93/116. Table 2 summarizes the sample results. The laboratory report is presented as 

Attachment A. 

The PLM method used has a quantification limit of 1 percent and asbestos detected at less than 

1 percent is reported as “Trace.” Materials containing greater than 1 percent asbestos are 

considered ACM. A material reported to have a “Trace” amount of asbestos (present at less than 

1 percent) should be treated as an ACCM unless analyzed by other methods, such as the Point 

Count 1000 method, which has a detection limit of 0.01 percent, or by TEM for non-friable 

organically bound (NOB) materials. Materials reported to contain less than 0.1 percent by this 

method would be considered non-detect (ND) for asbestos and would therefore not be 

considered an ACM or ACCM. 

CONCLUSIONS 

Based on the asbestos inspection and analytical testing results, asbestos was not detected in 

any of the samples collected. 

RECOMMENDATIONS 

The results of the asbestos survey indicate that asbestos is not present in suspect materials 

sampled at the site. 

QUALIFICATIONS 

Ardent team members and subcontractors are qualified or are properly licensed or certified to 

do the work described herein. Copies of relevant resumes and certifications are provided as 

Attachment B. 

LIMITATIONS 

The services provided and the information obtained is relevant for the date the services were 

performed and valid as of the date of this letter. This letter is conclusive with respect to the 

information obtained. No warranty, express or implied, is intended regarding the results of this 
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report and any subsequent reports, correspondence, or consultation. The information obtained 

is not intended to address potential impacts related to sources other than those specified herein. 

The findings and conclusions presented in this letter are relevant to the portions of the structure 

investigated. 

The findings and conclusions as presented in this letter are based on the services provided, and 

should not be interpreted as a warranty that asbestos does not exist elsewhere in the subject 

structure. All ACM or ACCM in the site building may not have been identified by this survey due 

to inaccessible or hidden building features or limitations in the scope of the work. Furthermore, 

although samples were collected from each identified homogeneous area, the homogeneity of 

materials cannot be guaranteed. 

The services summarized herein were performed in accordance with the local standard of care 

and state-of-the industry practices in the geographic region at the time the services were 

rendered. Because the most comprehensive survey may not detect all asbestos in a building, 

Ardent cannot act as an insurer or certify that the site building is free of asbestos. 

We appreciate this opportunity to be of service. 

Sincerely, 
Ardent Environmental Group, Inc. 

Jonathan Anderson 
AHERA Certified Building Inspector 

Craig A. Metheny 
Certified Asbestos Consultant No. 08-4421 

CM/JPA/aw 

Attachments: Table 1 – Homogeneous Areas of Suspect ACMs 
Table 2 – Asbestos Sample Results 
Figure 1 – Site Plan 
Figures 2 through 19 - Sample Location Maps 
Attachment A – Laboratory Reports 
Attachment B – Qualifications 

Distribution: (1) Addressee (1 electronic copy) 
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HA Type of Material
Sample 

Number
Location Asbestos Content

Estimated 

Quantity
1

BUILDING 1H-1 Roof ND

H-2 Roof ND

H-3 Roof ND

I-1 Roof Penetration ND

I-2 Roof Penetration ND

I-3 Roof Penetration ND

J-1 Parapet Wall Cap ND

J-2 Parapet Wall Cap ND

J-3 Parapet Wall Cap ND

K-1 Building Exterior ND

K-2 Building Exterior ND

K-3 Building Exterior ND

1 = Quantities are estimates only. It is the responsibility of the contractor to verify locations and quantities.

HA = Homogeneous Area (see Table 1)

VFT = Vinyl Floor Tile

VSF - Vinyl Sheet Flooring

ND = Not Detected

EA - Each

SF = Square Feet

--- = Quantity not given because asbestos not present of below regulated concentration.

Bulk sample locations shown on Figures 2 through 19

K Exterior Stucco ---

J Black Mastic ---

H Parapet Wall Core ---

I
Black Penetration 

Mastic
---
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